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Joseph M. Farley Nuclear Plant - Unit 2 
Steam Generator Plugging 15-Day Report

Ladies and Gentlemen: 

In accordance with Technical Specification reporting requirement 5.6. 10.a, the number of tubes 
plugged in each Steam Generator (S/G) shall be reported to the NRC within 15 days of the 
completion of the inspection or plugging effort. The inspection effort was completed on September 
27, 2002. This letter provides the plugging results of the S/G inservice inspection performed during 
the Farley Unit 2 15th Refueling Outage.  

Tube Category i SG A SG B. S/G 
Tubs emoved from Service by Pluggng 0 0 0K

There are no NRC commitments associated with this letter.  

If there are any questions, please advise.  

Respectfully submitted, 

. B.Beasley, Jr.  
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